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FLAYS OF W SPECIF CAT O,

208Y/120VAC - PHASE A-BLACK, PHASE B-RED, PHASE C-BLUE, NELTRAL-WHITE A0

4BOY/ZTIVAC - PHASE A-GROWN, PHASE B-ORANGE, PYASE C-YELLOV, NEUTRAL-GRAY AND
GROLND-GREEN WITH TELLOW TRACER,
LIGHTING INVERTER - NORMALLY OFF - PURPLE
NORMALLY O - ORANGE

INSTALL %

INCH TAPE GCOTCH +35)AT EACH CONDUIT JOINT AND TERMINATION.
THE COLGR

ODIN OF CONDLITS ‘SHALL BE AS FOLLONS

() RED 8 WHITE STRIPPED (SFM) - INTERNAL SECURE NETWORK (1SN
@ BLUE - NORNAL POVER AND CONTROLS 120V TO SKV.
) YELLOW - NTRUSION ALARM.

) WHITE - VOICE/DATA - INTERNAL RESTRICTED NETWORK (RN), INTERCOW, S CNAL NSTRUMENTATION.

(5 ORANGE ~ SPECIAL POWER, INCLUDING O, RESLL ATED, ISOLATED, ENERGENCY POWER, ETC.
(61 BROWN - FIRE. ALARM, EVACUAT ION ALARM.

@1 creen - cRow.

(81 BLACK - SFECIAL SYSTEMS, INGLUDING CLOSE-CIRGUIT TV, SPECIAL ALARNS, SAFETY
) FURRLE - ENERGY MAAGENENT CONTROL SYSTEM.

stoTCH 4331

and Operation Cenfer (MOD).
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